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until the pipe is subjected to a tensile
stress equal to or greater than the
maximum thermal stress that would be
produced by a temperature change of
100°F (38°C) or until the pipe is pulled
from the fitting. If the pipe pulls from
the fitting, the lowest value of the five
test results or the manufacturer’s rat-
ing, whichever is lower must be used in
the design calculations for stress.

(6) Each specimen that fails at the
grips must be retested using new pipe.

(7) Results obtained pertain only to
the specific outside diameter, and ma-
terial of the pipe tested, except that
testing of a heavier wall pipe may be
used to qualify pipe of the same mate-
rial but with a lesser wall thickness.

(c) A copy of each written procedure
being used for joining plastic pipe must
be available to the persons making and
inspecting joints.

(d) Pipe or fittings manufactured be-
fore July 1, 1980, may be used in ac-
cordance with procedures that the
manufacturer certifies will produce a
joint as strong as the pipe.

[Amdt. 192–34A, 45 FR 9935, Feb. 14, 1980, as
amended by Amdt. 192–34B, 46 FR 39, Jan. 2,
1981; 47 FR 32720, July 29, 1982; 47 FR 49973,
Nov. 4, 1982; 58 FR 14521, Mar. 18, 1993; Amdt.
192–78, 61 FR 28784, June 6, 1996; Amdt. 192–85,
63 FR 37503, July 13, 1998]

§ 192.285 Plastic pipe: qualifying per-
sons to make joints.

(a) No person may make a plastic
pipe joint unless that person has been
qualified under the applicable joining
procedure by:

(1) Appropriate training or experi-
ence in the use of the procedure; and

(2) Making a specimen joint from
pipe sections joined according to the
procedure that passes the inspection
and test set forth in paragraph (b) of
this section.

(b) The specimen joint must be:
(1) Visually examined during and

after assembly or joining and found to
have the same appearance as a joint or
photographs of a joint that is accept-
able under the procedure; and

(2) In the case of a heat fusion, sol-
vent cement, or adhesive joint:

(i) Tested under any one of the test
methods listed under § 192.283(a) appli-
cable to the type of joint and material
being tested;

(ii) Examined by ultrasonic inspec-
tion and found not to contain flaws
that would cause failure; or

(iii) Cut into at least 3 longitudinal
straps, each of which is:

(A) Visually examined and found not
to contain voids or discontinuities on
the cut surfaces of the joint area; and

(B) Deformed by bending, torque, or
impact, and if failure occurs, it must
not initiate in the joint area.

(c) A person must be requalified
under an applicable procedure, if dur-
ing any 12-month period that person:

(1) Does not make any joints under
that procedure; or

(2) Has 3 joints or 3 percent of the
joints made, whichever is greater,
under that procedure that are found
unacceptable by testing under § 192.513.

(d) Each operator shall establish a
method to determine that each person
making joints in plastic pipelines in
his system is qualified in accordance
with this section.

[Amdt. 192–34A, 45 FR 9935, Feb. 14, 1980, as
amended by Amdt. 192–34B, 46 FR 39, Jan. 2,
1981]

§ 192.287 Plastic pipe: inspection of
joints.

No person may carry out the inspec-
tion of joints in plastic pipes required
by §§ 192.273(c) and 192.285(b) unless that
person has been qualified by appro-
priate training or experience in evalu-
ating the acceptability of plastic pipe
joints made under the applicable join-
ing procedure.

[Amdt. 192–34, 44 FR 42974, July 23, 1979]

Subpart G—General Construction
Requirements for Transmission
Lines and Mains

§ 192.301 Scope.

This subpart prescribes minimum re-
quirements for constructing trans-
mission lines and mains.

§ 192.303 Compliance with specifica-
tions or standards.

Each transmission line or main must
be constructed in accordance with com-
prehensive written specifications or
standards that are consistent with this
part.
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